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CENTRAL INTELLIGENCE AGENCY
WASHINGTON, D.C.- 20505

IN REPLY REFER TO:

LETTER ORDER NO.
RE-L0O-62-77

25X1A
SUBJECT: Fire Detection and Su '
25X1A
1. (C) This Agency has a requirement for a complete
25X1A fire detectiqn and suppression system in a labora
25X1C

Assistance is requested from _ 25X1C
to design and install a smoke de ection and

alarm system to provide a warning to the occupants of the

25X1C building for evacuation purposes and, simultaneously, to
alert the fire station to the situation. Funds are
programme or Fiscal Year 1979 to provide a sprinkler
system for the entire building; therefore, the design and
construction of that phase of the overall project will be
the subject of a separate request at a later date. A small
welding area and a paint storage area within the building

should be protected by a sprinkler system under this
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3. (U) The original laboratory building was built
in 1953 and is a timber-framed structure. Since that time,
the building has had four additions constructed of reinforced
concrete and masonry. The structure now comprises a total
of 52,000 square feet. The fire alarm system for the
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